
hot-mopped or cold applied roofing system

1-7/8" Homasote Firestall® roof deck

steel roof trusses @ 48" oc max.
minimum 1/4:12 slope
(design by others)

3/8" resilient channels @ 24" oc

5/8" fire rated gypsum board

Firestall® Roof Deck Detail FS-HMCA-GBO-178-48-21
UL Design No. P535

wood blocking

fascia and trim
by others

wall construction

1/2" or 5/8" exterior gypsum board


